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FIRE HYDRANT DETAIL [/

SCALE: NONE

N

NOTES FOR DESIGNER: (DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. SEE SHEET 2.

(1D LANL SUPPORT SERVICES SUBCONTRACTOR
(SSS) WILL NUMBER (METAL STAMP) THE
FIRE HYDRANT AND VALVE BOX LID.

(2> PAINT HYDRANT BONNET BLACK AND
ATTACH LABEL — CAUTION: NON—POTABLE
WATER, DO NOT DRINK.

[REQUIRED ONLY FOR HYDRANTS SERVED
BY NON—POTABLE WATER ON DEDICATED

FIRE LOOPS.]

DRAWING DEVELOPED FOR ML-3

PROJECTS. FOR ML—1/ML-2,
ADDITIONAL REQUIREMENTS AND
QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK—
AGE).
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